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Environmental Protection Agency Part 60, Subpt. IIII, Table 1 

Maximum engine power means max-
imum engine power as defined in 40 
CFR 1039.801. 

Model year means either: 
(1) The calendar year in which the 

engine was originally produced, or 
(2) The annual new model production 

period of the engine manufacturer if it 
is different than the calendar year. 
This must include January 1 of the cal-
endar year for which the model year is 
named. It may not begin before Janu-
ary 2 of the previous calendar year and 
it must end by December 31 of the 
named calendar year. For an engine 
that is converted to a stationary en-
gine after being placed into service as a 
nonroad or other non-stationary en-
gine, model year means the calendar 
year or new model production period in 
which the engine was originally pro-
duced. 

Other internal combustion engine 
means any internal combustion engine, 
except combustion turbines, which is 
not a reciprocating internal combus-
tion engine or rotary internal combus-
tion engine. 

Reciprocating internal combustion en-
gine means any internal combustion 
engine which uses reciprocating mo-
tion to convert heat energy into me-
chanical work. 

Rotary internal combustion engine 
means any internal combustion engine 
which uses rotary motion to convert 
heat energy into mechanical work. 

Spark ignition means relating to a 
gasoline, natural gas, or liquefied pe-
troleum gas fueled engine or any other 
type of engine with a spark plug (or 
other sparking device) and with oper-
ating characteristics significantly 
similar to the theoretical Otto combus-

tion cycle. Spark ignition engines usu-
ally use a throttle to regulate intake 
air flow to control power during nor-
mal operation. Dual-fuel engines in 
which a liquid fuel (typically diesel 
fuel) is used for CI and gaseous fuel 
(typically natural gas) is used as the 
primary fuel at an annual average 
ratio of less than 2 parts diesel fuel to 
100 parts total fuel on an energy equiv-
alent basis are spark ignition engines. 

Stationary internal combustion engine 
means any internal combustion engine, 
except combustion turbines, that con-
verts heat energy into mechanical 
work and is not mobile. Stationary ICE 
differ from mobile ICE in that a sta-
tionary internal combustion engine is 
not a nonroad engine as defined at 40 
CFR 1068.30 (excluding paragraph (2)(ii) 
of that definition), and is not used to 
propel a motor vehicle or a vehicle 
used solely for competition. Stationary 
ICE include reciprocating ICE, rotary 
ICE, and other ICE, except combustion 
turbines. 

Subpart means 40 CFR part 60, sub-
part IIII. 

Useful life means the period during 
which the engine is designed to prop-
erly function in terms of reliability 
and fuel consumption, without being 
remanufactured, specified as a number 
of hours of operation or calendar years, 
whichever comes first. The values for 
useful life for stationary CI ICE with a 
displacement of less than 10 liters per 
cylinder are given in 40 CFR 1039.101(g). 
The values for useful life for stationary 
CI ICE with a displacement of greater 
than or equal to 10 liters per cylinder 
and less than 30 liters per cylinder are 
given in 40 CFR 94.9(a). 

TABLE 1 TO SUBPART IIII OF PART 60—EMISSION STANDARDS FOR STATIONARY PRE- 
2007 MODEL YEAR ENGINES WITH A DISPLACEMENT OF <10 LITERS PER CYLINDER 
AND 2007–2010 MODEL YEAR ENGINES >2,237 KW (3,000 HP) AND WITH A DISPLACE-
MENT OF <10 LITERS PER CYLINDER 

[As stated in §§ 60.4201(b), 60.4202(b), 60.4204(a), and 60.4205(a), you must comply with the following emission standards] 

Maximum engine power 

Emission standards for stationary pre-2007 model year engines with a 
displacement of <10 liters per cylinder and 2007–2010 model year en-
gines >2,237 KW (3,000 HP) and with a displacement of <10 liters per 

cylinder in g/KW-hr (g/HP-hr) 

NMHC + 
NOX HC NOX CO PM 

KW<8 (HP<11) .............................................................. 10.5 (7.8) .................... .................... 8.0 (6.0) 1.0 (0.75) 
8≤KW<19 (11≤HP<25) .................................................. 9.5 (7.1) .................... .................... 6.6 (4.9) 0.80 (0.60) 
19≤KW<37 (25≤HP<50) ................................................ 9.5 (7.1) .................... .................... 5.5 (4.1) 0.80 (0.60) 
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40 CFR Ch. I (7–1–10 Edition) Part 60, Subpt. IIII, Table 2 

[As stated in §§ 60.4201(b), 60.4202(b), 60.4204(a), and 60.4205(a), you must comply with the following emission standards] 

Maximum engine power 

Emission standards for stationary pre-2007 model year engines with a 
displacement of <10 liters per cylinder and 2007–2010 model year en-
gines >2,237 KW (3,000 HP) and with a displacement of <10 liters per 

cylinder in g/KW-hr (g/HP-hr) 

NMHC + 
NOX HC NOX CO PM 

37≤KW<56 (50≤HP<75) ................................................ .................... .................... 9.2 (6.9) .................... ....................
56≤KW<75 (75≤HP<100) .............................................. .................... .................... 9.2 (6.9) .................... ....................
75≤KW<130 (100≤HP<175) .......................................... .................... .................... 9.2 (6.9) .................... ....................
130≤KW<225 (175≤HP<300) ........................................ .................... 1.3 (1.0) 9.2 (6.9) 11.4 (8.5) 0.54 (0.40) 
225≤KW<450 (300≤HP<600) ........................................ .................... 1.3 (1.0) 9.2 (6.9) 11.4 (8.5) 0.54 (0.40) 
450≤KW≤560 (600≤HP≤750) ........................................ .................... 1.3 (1.0) 9.2 (6.9) 11.4 (8.5) 0.54 (0.40) 
KW>560 (HP>750) ........................................................ .................... 1.3 (1.0) 9.2 (6.9) 11.4 (8.5) 0.54 (0.40) 

TABLE 2 TO SUBPART IIII OF PART 60—EMISSION STANDARDS FOR 2008 MODEL YEAR 
AND LATER EMERGENCY STATIONARY CI ICE <37 KW (50 HP) WITH A DISPLACE-
MENT OF <10 LITERS PER CYLINDER 

[As stated in § 60.4202(a)(1), you must comply with the following emission standards] 

Engine power 

Emission standards for 2008 model year and later 
emergency stationary CI ICE <37 KW (50 HP) with a 
displacement of <10 liters per cylinder in g/KW-hr (g/ 

HP-hr) 

Model 
year(s) 

NOX + 
NMHC CO PM 

KW<8 (HP<11) ...................................................................................... 2008+ 7.5 (5.6) 8.0 (6.0) 0.40 (0.30) 
8≤KW<19 (11≤HP<25) .......................................................................... 2008+ 7.5 (5.6) 6.6 (4.9) 0.40 (0.30) 
19≤KW<37 (25≤HP<50) ........................................................................ 2008+ 7.5 (5.6) 5.5 (4.1) 0.30 (0.22) 

TABLE 3 TO SUBPART IIII OF PART 60—CERTIFICATION REQUIREMENTS FOR 
STATIONARY FIRE PUMP ENGINES 

[As stated in § 60.4202(d), you must certify new stationary fire pump engines beginning with the following model years:] 

Engine power 

Starting model year en-
gine manufacturers must 

certify new stationary 
fire pump engines ac-

cording to § 60.4202(d) 

KW<75 (HP<100) ...................................................................................................................................... 2011 
75≤KW<130 (100≤HP<175) ...................................................................................................................... 2010 
130≤KW≤560 (175≤HP≤750) .................................................................................................................... 2009 
KW>560 (HP>750) .................................................................................................................................... 2008 

TABLE 4 TO SUBPART IIII OF PART 60—EMISSION STANDARDS FOR STATIONARY FIRE 
PUMP ENGINES 

[As stated in §§ 60.4202(d) and 60.4205(c), you must comply with the following emission standards for stationary fire pump 
engines] 

Maximum engine power Model year(s) NMHC + 
NOX CO PM 

KW<8 (HP<11) ........................................ 2010 and earlier ...................................... 10.5 (7.8) 8.0 (6.0) 1.0 (0.75) 
2011+ ...................................................... 7.5 (5.6) .................... 0.40 (0.30) 

8≤KW<19 (11≤HP<25) ............................. 2010 and earlier ...................................... 9.5 (7.1) 6.6 (4.9) 0.80 (0.60) 
2011+ ...................................................... 7.5 (5.6) .................... 0.40 (0.30) 

19≤KW<37 (25≤HP<50) ........................... 2010 and earlier ...................................... 9.5 (7.1) 5.5 (4.1) 0.80 (0.60) 
2011+ ...................................................... 7.5 (5.6) .................... 0.30 (0.22) 

37≤KW<56 (50≤HP<75) ........................... 2010 and earlier ...................................... 10.5 (7.8) 5.0 (3.7) 0.80 (0.60) 
2011+ 1 .................................................... 4.7 (3.5) .................... 0.40 (0.30) 

56≤KW<75 (75≤HP<100) ......................... 2010 and earlier ...................................... 10.5 (7.8) 5.0 (3.7) 0.80 (0.60) 
2011+ 1 .................................................... 4.7 (3.5) .................... 0.40 (0.30) 

75≤KW<130 (100≤HP<175) ..................... 2009 and earlier ...................................... 10.5 (7.8) 5.0 (3.7) 0.80 (0.60) 
2010+ 2 .................................................... 4.0 (3.0) .................... 0.30 (0.22) 

130≤KW<225 (175≤HP<300) ................... 2008 and earlier ...................................... 10.5 (7.8) 3.5 (2.6) 0.54 (0.40) 
2009+ 3 .................................................... 4.0 (3.0) .................... 0.20 (0.15) 

225≤KW<450 (300≤HP<600) ................... 2008 and earlier ...................................... 10.5 (7.8) 3.5 (2.6) 0.54 (0.40) 
2009+ 3 .................................................... 4.0 (3.0) .................... 0.20 (0.15) 
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